
INTENT IS TO PROVIDE BENT HEX
HEAD ANCHOR BOLT AS SHOWN
IN 2 & 7 / SD4 - TO AVOID HAVING
ANCHOR SO CLOSE TO THE
CONCRETE EDGE - TOP BAR OF
CONCRETE BEAM NEAR. X

BJM
CFR

02/25/2016



L4X4X 1/2" IS THE
INTENDED ANGLE SIZE

EXPANSION ANCHORS SHALL BE STAINLESS STEEL

ALL STRUCTURAL STEEL AND ANCHOR BOLTS TO BE HOT DIP
GALVANIZED.
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